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NOTES:

1.
REFER TO U.L. FIRE STOPPING DETAIL #: C-AJ-1149 &

C-AJ-1150 FOR FIRE STOPPING REQUIREMENTS.
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CONDUIT SLEEVE THRU EXTERIOR WALL

NOT TO SCALE

MECHANICAL LINK SEAL

CONDUIT SLEEVE THRU

EXTERIOR WALL
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